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Infrared Inspection Report
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	Filename 
	IR_0009.jpg 

	Longitude 
	W 81° 48.75' 

	Latitude 
	N 24° 33.329' 

	Altitude 
	5.8 m 

	Ar1 Max. Temperature 
	71.2 °C 


[image: image3.jpg]



Place: Key West 

Inspection date: 2008-04-10
Inspector: Robert Grant
	Comment:

This AC seems to run too hot – maybe FE tubing?

	Recommendation: 

Check this AC during next repair in the area – latest April 14, 2008
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